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RISERS SHOULD EXTEND

8" ABOVE GRADE

1

2

FROM DOWNSPOUTS

4" TANK PENETRATION GASKET

3 WISY LINEAR100 ROOF WASHER

4 CALMING INLET

5

GRUNDFOS SBA 3-45-AW SUBMERSIBLE PUMP WITH FLOATING

INTAKE FILTER AND LOW-LEVEL FLOAT SWITCH

6 4" TANK PENETRATION GASKET

8 1" TANK PENETRATION GASKET

9

IRRIGATION STUB-OUT (IF NEEDED)

10 FROST-FREE HYDRANT

1

3
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STORAGE TANK:

NORWESCO

CISTERN TANK

UNION

6

7

OVERFLOW (DAYLIGHT)

2

2" DROP IN PIPE ELEVATION

BETWEEN INLET & OUTLET

4

DEDICATED 115V

GFCI CIRCUIT

5

POWER CORD

www.rainbrothers.com

For illustrative purposes only. Please consult engineer and local building codes before proceeding with installation.
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