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Designed;

Date;

Lic; 188794C

SITE;

2.550m

1.650m

0.350m

HOLE EXCAVATION

DEPTH - 2.000m

WIDTH - 3.000m

NOTE;

ALL TANKS TO COMPLY WITH As1546.1   ALL PVC FITTINGS TO COMPLY WITH As1477

TANK MANUFACTURE;

CENTRAL COAST SEPTICS GRAHAMS CONCRETE KYOGLE

SYSTEM DESIGN BY EARTHSAFE NEWCASTLE PTY LTD
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LEGEND;

1. 2/3 PRIMARY TREATMENT

2. 1/3 PRIMARY TREATMENT

Minimum 3247lt

3. SURGE REDUCTION

4. AERATION

Minimum 2852lt

5. CLARIFIER

Minimum 460lt

6. CHLORINATOR

7. CHLORINE RETENTION

Minimum 165lt

8. PUMP WELL

Minimum 165lt
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LEGEND;

1. Primary
2. Primary
3. Aeration
4. Clarifier chamber
5. Chlorination chamber
6. Pump well
7. Air Diffuser Disc
8. 2 x Bio Media Blocks
9. 13mm air hose - 2000mm
10. Concrete support block for Air diffuser disc
11. 50mm inlet junction Aeration to  Clarifier
12. 50mm inlet junction to Clarifier
13. 50mm outlet junction from Clarifier
14. Sludge return to Primary
15. Skimmer return to Aeration
16. 100mm Chlorinator junction
17. 90mm Chlorine canister
18. Outlet junction from Chlorination chamber
19. Irrigation pump
20. High level float switch
21. Pump line outlet
22. Primary outlet junction
23. Primary inlet junction
24. 1/3 concrete primary baffle
25. Concrete 3 chamber insert
26. 7100LT concrete tank
27. 2 x Bio Media Blocks (550x550x600)
28. 25mm media support pipe
29. Green poly control cover or simalor
30. 80watt air blower
31. Control unit
32. 100mm dwv pvc square junction
33. 200mm x 100mm dwc pvc pipe
34. 400mm x 100mm dwv pvc pipe
35. 300mm x 100mm dwv pvc pipe
36. 100mm x 50mm dwv pvc pipe
37. 50mm dwv pvc square junction
38. 400mm x 50mm dwv pvc pipe
39. 200mm x 50mm dwv pvc pipe
40. 250mm x 50mm pn9 press pvc pipe
41. 50mm x 25mm #21 pvc tee
42. 140mm x 50mmpn9 press pvc pipe
43. 50mm x #6 pvc cap with 10 hole in base
44. 25mm x plastic bsp M&F tank outlet
45. 100mm x dwv pvc glued cap
46. 180mm x 100mm dwv pvc pipe
47. 100mm x dwv pvc F&F test opening with 5 x 10mm holes
48. 350mm x 90mm pvc stormwater pipe with 5 x 10mm holes
49. 90mm x pvc stormwater glued cap
50. 20mm x 20mm #21 bsp press pvc tee
51. 120mm x 20mm pn12 press pvc pipe
52. 25mm x 20mm #19 press pvc tee
53. 1450mm x 25mm press pvc pipe
54. 25mm x #6 press pvc cap
55. 1350mm x 15mm pn18 press pvc pipe
56. 280mm x 25mm pn12 press pvc pipe
57. 400mm x 32mm pn12 press pvc pipe
58. 32mm x 25mm #19 press pvc tee
59. 90mm x 25mm pn12 presspvc pipe
60. 70mm x 32mm pn12 press pvc pipe
61. 15mm x ball valve pvc swj
62. 60mm x 15mm pn18 press pvc pipe
63. 25mm x 15mm #19 press pvc tee
64. 25mm x #13 press pvc elbow
65. 1300mm x 32mm pn12 press pvc pipe
66. 32mm x #13 press pvc elbow
67. 70mm x 32mm pn12 press pvc pipe
68. 200mm x 32mm pn12 press pvc pipe
69. 32mm x 25mm #8 reducing coupling press pvc
70. 70mm x 25mm pn12 press pvc pipe
71. 15mm x #13 press pvc elbow
72. 15mm x #19 press pvc tee
73. 400mm x 50mm dwv pvc pipe with 45D cut at one end
74. Bsb32 rubber o-ring
75. 400mm x 15mm pn18 press pvc pipe
76. 200mm x 15mm pn18 press pvc pipe
77. 45mm x 15mm pn18 presspvc pipe
78. 800mm x 15mm pn18 presspvc pipe
79. 200mm x 150mm pn18 pree pvc pipe
80. 3/16 x 1/8 brass tail
81. 500mm x 4mm flex rubber hose
82. 25mm x 32mm #17 bsp male adaptor
83. 180mm x 25mm pn12 press pvc pipe
84. 1650mm x 25mm pn12 press pvc pipe
85. 550mm x 25mm pn12 press pvc pipe
86. 140mm x 25mm pn12 press pvc pipe
87. 25mm x #2 bsp male adaptor
88. 25mm x spring check valve
89. 13mm tail x 15mm bsp male plastic director
90. 13mm tail x 20mm bsp male plastic director
91. 25mm x 25mm #19 press pvc tee
92. 25mm x pn12 press pvc pipe
93. 25mm x #7 press pvc socket
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